APPENDIX

C

CITY 85 W LED -
SAMPLE LIGHTING
CALCULATIONS



CITY OF CHARLOTTESVILLE LIGHTING STUDY
ILLUMINATION STATISTICS SAMPLE

POLE SPACING AVG | MAX | MIN |AVG/MIN[MAX/MIN| VERTICAL MIN.

30 FT 2.82 ] 3.60 | 1.80 1.57 2.00 1.24

CITY OF CHARLOTTESVILLE LIGHTING STUDY
ILLUMINATION STATISTICS SAMPLE

POLE SPACING AVG | MAX | MIN |AVG/MIN|MAX/MIN| VERTICAL MIN.

35 FT 2.37] 3.40 | 1.70 1.39 2.00 0.53

CITY OF CHARLOTTESVILLE LIGHTING STUDY
ILLUMINATION STATISTICS SAMPLE

POLE SPACING AVG | MAX | MIN |AVG/MIN|MAX/MIN| VERTICAL MIN.

40 FT 2.06| 3.00 | 1.50 1.37 2.00 0.28

8oW CITY LF-4 LED LUMINAIRE

ELA LIGHTING
MEDITERRANEAN LED
TEMPLATE

—0.20 fc
0.50 fc h

— i

85W ELA LIGHTING

MEDITERRANEAN LED
4000K, TYPE V
8075 LUMENS, 0.80 LLF
15.5 FT MOUNTING HEIGHT

LUMINAIRE DETAIL
SEE CITY OF CHARLOTTESVILLE
CITY STANDARDS LF—4 FOR RESIDENTIAL

LIGHTING DETAILS

.
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CITY OF CHARLOTTESVILLE LIGHTING STUDY
ILLUMINATION STATISTICS SAMPLE

POLE SPACING AVG | MAX | MIN |AVG/MIN|MAX/MIN| VERTICAL MIN.
45 FT 1.79 ] 2.40 | 1.30 1.38 1.85 0.17
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CITY OF CHARLOTTESVILLE LIGHTING STUDY
ILLUMINATION STATISTICS SAMPLE

POLE SPACING AVG | MAX | MIN [AVG/MIN|MAX/MIN| VERTICAL MIN.
50 FT 1.65| 2.40 | 1.20 1.38 2.00 0.13

C

CITY OF CHARLOTTESVILLE LIGHTING STUDY
ILLUMINATION STATISTICS SAMPLE

POLE SPACING AVG | MAX | MIN |AVG/MIN[MAX/MIN| VERTICAL MIN.
60 FT 1.37 | 2.20 | 0.80 1.71 2.75 0.08
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